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VERIFY SCALES

IF NOT ONE INCH ON THIS

SHEET, ADJUST SCALES

ACCORDINGLY

ORIGINAL DRAWING

BAR IS ONE INCH ON

A PORTION OF SECTIONS 17 & 20, TOWNSHIP 38S., RANGE 9E., W.M., KLAMATH COUNTY, OREGON
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Ashland

Eugene

Grants Pass

Medford

541.482.0923

541.345.1094

541.476.3788

541.773.3387

119  1st  Avenue South, Suite 110
Seattle, Washington 98104

p. 206.285.0400
f. 206.285.0480

SEE F-4.1 FOR EXTENSION

EXISTING WATER MAIN.

(CONTRACTOR TO FIELD VERIFY

SIZE, DEPTH AND SIZE)

EXISTING WATER SERVICE.

(CONTRACTOR TO FIELD VERIFY

SIZE, DEPTH AND LOCATION)
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INSTALL 4" GATE VALVE

INSTALL 4"x4"x4" IPS PVC TEE

W/ CONCRETE BLOCKING PER DETAIL ON F-7.3.

INSTALL DC BACKFLOW ASSEMBLY PER DETAIL ON C-2.3

INSTALL 4" IPS PVC 22.5° BEND

W/ CONCRETE BLOCKING PER DETAIL ON F-7.3.

INSTALL 4" CAP AND MARK END OF WATER LINE.

102' ~ 4" IPS PVC

IRRIGATION LINE.

EXISTING FLAG POLE.

SEE E-1.1.

CB 2

RE = 100.00

IE = 93.49 ~ 12" CPEP IN(S)

IE = 93.49 ~ 12" CPEP OUT(W)

27' ~ 12" CPEP STORM PIPE

@ 0.2100 SLOPE

ONSITE STORMWATER COLLECTION SYSTEM.

SEE SHEET F-3.1.

ONSITE STORMWATER COLLECTION SYSTEM.

SEE SHEET F-3.1.

52' ~ 18" CPEP CULVERT

 @ 0.0593 SLOPE.

OUTFALL IE = 96.50

INTAKE IE = 99.25

EX. CB 1

EX RE = 91.30

IE = 87.80 ~ 12" CPEP IN(E)

EX. IE = 87.80 ~ 12" OUT(S)

46' ~ 12" CPEP STORM PIPE

@ 0.0100 SLOPE

EXISTING WATER MAIN.

(CONTRACTOR TO FIELD VERIFY

SIZE, DEPTH AND SIZE)

SEE F-4.2 FOR EXTENSION

SDMH 3

CONSTRUCT NEW POLLUTION

CONTROL MANHOLE

RE = 100.00

IE = 94.19 ~ 8" CPEP IN(S)

IE = 93.95 ~ 8" CPEP IN(E)

IE = 93.95 ~ 12" CPEP OUT(N)

CONSTRUCT 2' WIDE BY 16" DEEP GRAVEL TRENCH DRAIN WITH 4"

PERFORATED PIPE WRAPPED IN FILTER FABRIC.

INSTALL 4" CPEP STORM PIPE FROM TRENCH DRAIN TO EXISTING

CATCH BASIN IN N. UNIVERSITY DRIVE.  MINIMUM PIPE SLOPE 2%.

VERIFY LOCATION OF

EXISTING WATER MAIN

PRIOR TO CONSTRUCTION


